NO.3 STIRRUPS PEP-
PENDICULAR TO MAIN
REINFORCEMENT G 12
CENTERS LAP Min.12

NO. 6 MIN. STEEL REWFORCING BARS
PARALLEL TO PIPELINE ENTIRE
LENGTH OF CONCRETE ENCASEMENT
ON 12° CENTERS

LINED OR UNUINED
OR UTILITY
. {ANY WIDTH OR

PROPER CORROSION /

CONCRETE ENCASEMENT SHOWN
CUT AWAY TO REVEAL REBAR.

ELEVATION

®NOTE: WHERE A WATER MAIN PASSES BENEATH AND WITHIN 18" OF
A SANITARY SEWER MAIN, THE WATER MAIN SHALL BE
ENCASED IN CONCRETE 10 FEET EACH SIDE OF THE SEWER

MAIN.

PROTECTION REQUIRED.
SEE SECTION 6-25(a}.

SECTION A-£

CITY OF CRIPPLE CREE
WATER DEPARTMENT
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